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Far Detector DAQ Status

98.1%  of POT recorded over last 4 weeks
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Near Detector DAQ Status

99.1%  of POT recorded over last 4 weeks
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Highlights

● Between the power outages last Monday, we rigorously tested our 
protection against over-temperature events.

● Two redundant systems:
– One shuts off entire racks and the other shuts down single nodes

● Tests were a partial success
– Rack-based system succeeded
– Single node-based system failed

● Due to the partial success, shifters will continue closely monitoring 
temperatures.
– We will continue to develop our redundant systems and retest during the 

next significant downtime.
● We believe additional DAQ instability last week resulted from the 

over-temperature testing and power outages.
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Computing
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